
Load Test Report
Test Information

Customer Asset ID Location Date Technician Load % Ambient 
Temp.

Hours 
Before Hours After Duration Min. Record Intervals

MEG MEG1467 HQ 10/19/2026 Devin Raisor 100.00% 53 639 640 1 Hour 15 Minutes

Pre Startup Checks Generator Information
Check engine 

oil level
Check coolant 

level
Verify generator & load bank 

voltage connection
Confirm 
ground 

connection

Ensure circuit breaker is 
open (OFF) Engine Mfg. Engine Model Engine 

Serial #
Package Serial 

# Control Panel kW RPM PF

Cummins QSB 6.7 73330567 K110277288Power Command 2.2 150 1800 1.00

Time
Volts Amps

Freq. Hz Boost
PSI

Load 
kW

Cool Temp 
(°F) Lube OIl Fuel 

Press % of Load Battery 
Voltage1 2 3 1 2 3

11:00 AM 480 480 480 184 183 183 60.1 28.7 153 181 51 N/A 102.00% 14 VDC

11:15:00 AM 480 479 479 184 183 183 60.1 28.7 152.2 181 51 N/A 101.47% 14 VDC

11:30 AM 480 480 480 184 184 183 60.2 29 152.7 178 51 N/A 101.80% 14 VDC

11:45:00 AM 480 480 480 184 184 183 60.2 29 152.7 189 50 N/A 101.80% 14 VDC

Cooldown 480 480 480 0 0 0 60.2 3 0 181 60 N/A 0.00% 14 VDC 
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